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ROUGH-IN  (continued)  
 

 Potable water supply shall be designed, installed and maintained to prevent contamination. 
 (2012 - ISPSC/318); 
 Temporary barrier protection; 
 State Electrical Inspection; prior to concealment-bonding/grounding; 
 Verify pool and proposed apron location within building envelope and not located in P.U.D.E. 
 (Public Utility Drainage Easement); professional survey may be required if pool structure is in 
 close proximity. 

 
FINAL 
 
 Final inspection and approval from the State Electrical Inspector; 
 Top of barrier shall not be less than 48” above grade, 2” maximum clearance between grade and 
 bottom of barrier, vertical distance between solid surface below (concrete) and bottom of barrier 
 not to exceed 4”. (2012 - ISPSC /305); 
 Building structure used as part of the barrier must comply meet requirements per (2012 - ISPSC 
 /305.4); 
 Gate and latch requirements per (2012 - ISPSC/305.3&305..3.3); 
 Suction entrapment avoidance shall be provided in accordance with APSP-7. Checklist for 
 Identifying Suction Entrapment Hazards must be completed with application or a professional 
 engineer confirming compliance to APSP-7. (THERE SHALL NOT BE OBSTRUCTIONS THAT 
 CAN CAUSE THE USER TO BE ENTRAPPED OR INJURED); 
 Recessed treads shall be provided with a handrail or grab rail on each side of the treads. The 
 clear distance between handrails and grab rails shall be not less than 17 inches and not greater 
 than 24 inches.  (2012 - ISPSC/322.4.3). 

 
 
 
 
 
 
 
 
 
 
 
 
 


